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GENERAL REFLECTED CEILING PLAN NOTES:

1. SEE MEP DRAWINGS FOR QUANTITIES OF: LIGHTS, EQUIPMENT,
DEVICES, AND DUCT TERMINALS

2. SEE A3 SERIES RCP DRAWINGS FOR LOCATIONS OF: LIGHTS,
EQUIPMENT, DEVICES, AND DUCT TERMINALS

3. SPRINKLER HEAD LOCATIONS ON RCP DRAWINGS ARE TO
INDICATE DESIGN INTENT ONLY

4. CENTER ALL CEILING MOUNTED DEVICES AND SENSORS
LOCATED IN CEILING GRID IN THE CENTER OF TILES, U.N.O.

5. LOCATE ALL LIGHTS LOCATED IN CEILING GRID EITHER ON THE
GRID OR CENTERED IN TILES, SEE ARCHITECTURAL RCP FOR EACH
ROOM
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