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Affiliated
Engineers

Affiliated Engineers, Inc.
5802 Research Park Boulevard
Madison, Wisconsin 53719
Tel 608.238.2616  Fax 608.238.2614

Argonne
NATIONAL LABORATORY

FACILITY DOCUMENT NUMBER

PROJECT MANAGER

DRAWING TITLE

SEALS AND SIGNATURES

REV. NO. DESCRIPTION BY

SMITHGROUP, INC
35 EAST WACKER
SUITE 2200
CHICAGO, IL 60601
T 312.641.0770
F 312.641.6728
www.smithgroup.com

Pl
ot

 D
at

e:

PROJECT NO

CHECKED

DRAWN

DESIGNED FACILITY
NO(S)

REV. NO.

DWG STATE

CAD NO:

A/E DWG. NO.

A/E CADD FILE

BIND ORDER

PROJECT TITLE ADVANCED PROTEIN
CRYSTALLIZATION FACILITY,
ARGONNE NATIONAL LABORATORY

FMS
Facilities Management Services

DATE -
ANL - JESSE ADAMS

APVD DATE

7/
3/

20
12

 4
:2

7:
27

 P
M

EXTERIOR WALL
ENLARGED

ELEVATIONS, PLANS
AND WALL SECTIONS

A4.3.3

22378.000

J446-101-W-
05/06/11

LH

AR, BJ

TT A4.3.3

A4.3.3
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ENLARGED ELEVATION LOADING
DOCK
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ENLARGED ELEVATION NORTH
TYPICAL METAL PANEL
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ENLARGED PLAN NORTH METAL
PANEL
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KEYNOTES
Key Value Keynote Text

055000.H PLATFORM EDGE ANGLE
055100.G EXTERIOR RAILING
074243.A METAL-FACED COMPOSITE

WALL PANEL
074243.C METAL-FACED COMPOSITE

WALL PANEL APPLIED AS
FASCIA & SOFFIT

075423.A TPO MEMBRANE ROOFING
084413.A GLAZED ALUMINUM CURTAIN

WALL FRAMING
111300.A RECESSED DOCK LEVELER
111300.B DOCK BUMPER
111300.C TRUCK RESTRAINTS
111300.D CAUTION SIGN
111300.F LIGHT-COMMUNICATION

SYSTEM
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