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075423.E
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074243.A
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SIM

THERMAL BREAK AT BEAM
PENETRATION

STEEL PLATE WELED TO W
SHAPE, GROUND AND FIELD
PAINT, SEE STRUCTURAL
DRAWINGS.

084413.H

079200.F

072100.B

084413.A

075423.A

CURTAIN WALL MULLION
BEYOND

EOD
8"

17

STEEL PLATES FIELD WELDED
TO BEAM, PAINTED, SEE
STRUCTURAL DRAWINGS

BOTTOM OF MULLION -
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SIM
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METAL PANEL JOINT AT
CENTER LINE OF BEAM

084413.H

GLAZED INTO CURTAIN WALL

1/
2"

074243.B

072100.A

072713.A

061600.A

054000.A

074243.B

072100.A

072713.A

061600.A

LINE OF WET SEALANT JOINT BEYOND

6" METAL STUD
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 2 1/2" METAL STUD
ANCHORED TO 6"
METAL STUD

074243.D

1' - 9 3/4"

ALIGN, TYP.
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074243.B

074243.K
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2"
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074243.K
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TREATED WOOD
BLOCKING

C
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PENTHOUSE ROOF

EL +32' - 4"
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COLUMN,
SEE SHEET
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DESIGN / SIZE
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076200.D

079200.A

075423.A
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BLOCKING AS REQ.

SEE STRUCT. DRWGS.

SEE STRUCT. DRWGS.

072100.A

072713.A

PROVIDE SAME FINISH
AS FRONT SIDE TO ALL
EXPOSED BACKSIDE OF
ACM PANELS

SPLICE PLATE BEHIND
JOINT, NO SIGHT LINE
ALLOWED, TYPICAL
AT ALL JOINT LOCATIONS
OF SCREEN WALL

054000.A

3 
1/

4"

LIGHTNING PORTECTION
BEYOND, AIR TERMINAL
REFER TO ELECTRICAL
DRWGS.

SEE STRUCTURAL
074243.A

074243.E

BUILT-IN DRIP EDGE

PROVIDE SAME FINISH AS
FRONT SIDE TO ALL EXPOSED
BACKSIDE OF ACM PANELS

074243.E

SPLICE PLATE BEHIND
JOINT. NO SIGHT LINES
ALLOWED, TYPICAL AT ALL
METAL PANEL JOINTS OF
SCREEN WALL

T/ OF PARAPET @
PENTHOUSE SCREEN WALL

EL +40' - 4"

B

03 T/ OF DECK AT HP OF
PENTHOUSE ROOF

EL +32' - 4"

074243.A

PROVIDE SAME FINISH
AS FRONT SIDE TO ALL
EXPOSED BACKSIDE OF
ACM PANELS

SEE STRUCTURAL

SEE STRUCTURAL

075423.A

075423.E

075423.B

075423.F

075423.J

053100.A

GUY-WIRE SUPPORT
BY EXHAUST STACK
CONTRACTOR

ROOFING CONTR.
TO PROVIDE
STANDARD
"BOOT" FLASHING
DETAIL

075423.A

075423.E

075423.B

076200.N

BUILT-IN DRIP EDGE
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EXTERIOR WALL
SECTION DETAILS
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A5.2.3

SCALE:  1 1/2" = 1'-0"27

SECTION DETAIL AT ENTRY CANOPY
BEAM

SCALE:  1 1/2" = 1'-0"43 SECTION DETAIL AT CANOPY EDGE

SCALE:  1 1/2" = 1'-0"29

BEAM PENETRATION THROUGH
CURTAIN WALL AT CANOPY

SCALE:  1 1/2" = 1'-0"13

ELEVATION OF BEAM PENETRATION
AT CANOPY

SCALE:  1 1/2" = 1'-0"67

DETAIL AT CONFERENCE ROOM WING
WALL PARAPET

SCALE:  1 1/2" = 1'-0"68

DETAIL AT CONFERENCE ROOM WING
WALL BASE

SCALE:  1 1/2" = 1'-0"56

SECTION DETAIL AT SCREEN WALL -
SOUTH

SCALE:  1 1/2" = 1'-0"45

SECTION DETAIL AT TOP OF SCREEN
WALL

SCALE:  1 1/2" = 1'-0"72

SECTION DETAIL AT SCREEN WALL -
NORTH

KEYNOTES
Key Value Keynote Text

053100.A STEEL DECKING
054000.A COLD-FORMED METAL

FRAMING
061600.A GLASS-MAT GYPSUM
072100.A FOAM-PLASTIC BOARD

INSULATION
072100.B MINERAL-WOOL BOARD

INSULATION
072713.A MODIFIED BITUMINOUS SHEET

AIR BARRIERS
074243.A METAL-FACED COMPOSITE

WALL PANEL
074243.B METAL-FACED COMPOSITE

WALL PANEL, RADIUSED
074243.C METAL-FACED COMPOSITE

WALL PANEL APPLIED AS
FASCIA & SOFFIT

074243.D METAL-FACED COMPOSITE
WALL PANEL APPLIED AS
COPING

074243.E SUBGIRT
074243.K FLASHING AND TRIM
075423.A TPO MEMBRANE ROOFING
075423.B ROOF INSULATION
075423.C TAPERED INSULATION
075423.E COVER BOARD
075423.F VAPOR RETARDER
075423.J SUBSTRATE BOARD
076200.A ALUMINUM SHEET METAL

FLASHING
076200.D COUNTERFLASHING
076200.N FORMED ALUMINUM FASCIA
079200.A SILICONE JOINT SEALANT AND

BACKING
079200.F URETHANE JOINT SEALANT
084413.A GLAZED ALUMINUM CURTAIN

WALL FRAMING
084413.H ALUMINUM PANELS/TRIM BY

CW MANUFACTURER
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