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CANOPY SUPPORT BEAM ABOVE

1'-5 1/2" 1 1/4"

BEAM
BEYOND

CURTAIN WALL
CLIP BEYOND

074243.C

054000.A

084413.A

084413.A

084413.A

076200.H

061000.A

074243.A

075423.A

075423.E

075423.C

075423.J

053100.A

051000.A

075423.A

075423.E

075423.C

075423.F

075423.J

075423.B

053100.A

061600.A

072100.B

072713.A

"Z" TRIM BY CURTAIN
WALL MANUF.

1/2"1/2"  CONCEAL FASTENER

074243.C

084413.A

EOD
9 3/4"

12'-5 1/2"
T/ OF PARAPET

CONTINOUS BLOCKING

"Z" CLIP

CURTAIN WALL
BRACING SUPPORT

PRESSURE FIT
BETWEEN STUDS

1/
4"

074243.C

054000.A

075423.A

075423.E

075423.J

075423.F

075423.C

053100.A

075423.B

051000.A

051000.A

084413.A

084413.A

"Z" TRIM BY CURTAIN
WALL MANUF.

1/2"

GL-1

GL-1

CONCEAL FASTENER

12'-2"

084413.H

084413.H

EOD
8 1/2"

072100.C

054000.A

054000.A

072713.A

072713.A

072713.A

061600.A

061600.A

074243.C

084413.A

THERMAL BREAK AT BEAM
PENETRATION

STEEL PLATE WELED TO W
SHAPE, GROUND AND FIELD
PAINT, SEE STRUCTURAL
DRAWINGS.

075423.J

053100.A

"Z" TRIM BY CURTAIN
WALL MANUF.

 CONCEAL FASTENER

075423.C

074243.C

072100.B

054000.A

084413.A

084413.A

CONTINUOUS GASKET

PAINTED ALUMINUM FLASHING

STRUCTURAL SILICONE

FASTENERS AS REQUIRED

075423.E

075423.C

075423.A

079200.A

074243.C

074243.A

074243.K
FINISHED TO
MATCH METAL-
FACED
COMPOSITE WALL
PANEL

079200.A

079200.A

084413.A

074243.K

074243.N

BACK UP WALL
- SEE PLAN
FOR TYPE OF
WALL

072713.A

AT COLD FORMED METAL
FRAMING BACK UPWALL

075423.B

075423.A

079200.F

075423.E

054000.A

076200.D
TO MATCH
CURTAIN WALL

075423.J

075423.F

STRUCTURAL FRAMING,
SEE STRUCTURAL DWGS.

061000.A

3"
1' - 4 7/8"

SHIM AS REQUIRED

BLOCKING AS REQ'D FOR
ADJUSTMENT OF VARYING
ROOF HEIGHT

2'-0" FACE OF GLAZING
TO GRID LINE

16'-3 1/2"
BOTTOM OF
MULLION

BOX HEADER
REF. STRUCT.

233314.A

233314.B

074243.K

074243.A

072100.A

074243.K

079200.A

079200.A

072713.A

061600.A

1/
2"

END DAM BEYOND

1/
2"

074243.A

233314.A

233314.B

079200.A

079200.A

233314.C

072100.A

072713.A

061600.A

054000.A

074243.K

SHIM AS REQ.

092900.B

3"

CLEAT

074243.E

1/
2"

T/ OF PARAPET AT
COMPOSITE METAL PANEL 02
EL +18' - 5"

01 LEVEL
EL +0' - 0"

072726.A

074243.K

CONTRACTOR TO SIZE
ALUM. PLATE ALLOWING NO
SIGHT LINE OF METAL
FORMED EDGE ABOVE
FINISH LINE OF LANDSCAPE
GRAVEL

074243.K

074243.A

BLOCKING AS
REQ. (AT METAL
FRAMED WALLS ONLY)

FILLER PER AIR BARRIER
MANUF.

CLEAT

079200.A

084413.A

074243.A

074243.K
FINISH TO MATCH
MTL FACED COMPOSITE
WALL

BREAK METAL SUPPORT,
TWO PIECE FOR
REDUCING
THERMAL BRIDGING

072100.A

072713.A
@ COLD FORM STUD
BACKUP WALL

072726.A
@ CMU
BACKUP WALL

BACKUP WALL-
SEE PLAN FOR
TYPE OF WALL

079200.A
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SECTION DETAILS
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SCALE:  3" = 1'-0"52

SECTION DETAIL AT VESTIBULE AND
CANOPY CONNECTION

SCALE:  3" = 1'-0"68

SECTION DETAIL AT CURTAINWALL
AND ENTRY VESTIBULE SCALE:  3" = 1'-0"28

SECTION DETAIL AT CANOPY BEAM
PENETRATION

SCALE:  3" = 1'-0"12

SECTION DETAIL AT CANOPY GRAVEL
STOP

SCALE:  3" = 1'-0"70

SECTION DETAIL AT TYPICAL
PUNCHED WINDOW HEAD

SCALE:  3" = 1'-0"56

DETAIL OF COUNTERFLASHING AT
CLERESTORY WALL

SCALE:  3" = 1'-0"14 LOUVER HEADER

SCALE:  3" = 1'-0"16 LOUVER SILL
SCALE:  3" = 1'-0"32

ENLARGED DETAIL AT METAL WALL
BASE

SCALE:  3" = 1'-0"72

SECTION DETAIL AT TYPICAL
PUNCHED WINDOW SILL

KEYNOTES
Key Value Keynote Text

051000.A STRUCTURAL STEEL FRAMING
053100.A STEEL DECKING
054000.A COLD-FORMED METAL

FRAMING
061000.A ROUGH CARPENTRY
061600.A GLASS-MAT GYPSUM
072100.A FOAM-PLASTIC BOARD

INSULATION
072100.B MINERAL-WOOL BOARD

INSULATION
072100.C GLASS-FIBER BLANKET

INSULATION
072713.A MODIFIED BITUMINOUS SHEET

AIR BARRIERS
072726.A FLUID-APPLIED MEMBRANE AIR

BARRIERS
074243.A METAL-FACED COMPOSITE

WALL PANEL
074243.C METAL-FACED COMPOSITE

WALL PANEL APPLIED AS
FASCIA & SOFFIT

074243.E SUBGIRT
074243.K FLASHING AND TRIM
074243.N PANEL FASTENERS
075423.A TPO MEMBRANE ROOFING
075423.B ROOF INSULATION
075423.C TAPERED INSULATION
075423.E COVER BOARD
075423.F VAPOR RETARDER
075423.J SUBSTRATE BOARD
076200.D COUNTERFLASHING
076200.H FORMED ALUMINUM COPINGS
079200.A SILICONE JOINT SEALANT AND

BACKING
079200.F URETHANE JOINT SEALANT
084413.A GLAZED ALUMINUM CURTAIN

WALL FRAMING
084413.H ALUMINUM PANELS/TRIM BY

CW MANUFACTURER
092900.B 5/8" GYPSUM BOARD, TYPE X
233314.A MECHANICAL LOUVER,

PAINTED WHITE
233314.B BIRD / INSECT SCREEN AS

SPECIFIED
233314.C EXTRUDED ALUM. I-BEAM PER

LOUVER MANUF.
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