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NOTES:
1. THE DIFFUSERS LD-8 TO COVER THE WHOLE WIDTH OF THE WINDOW L.
2. THE DIFFUSER LD-8 TO HOST THE CHILLED BEAM ACB30.
3. THE CHILLED BEAMS TO BE CENTERED ON THE HOSTING DIFFUSER.
4. THE DIFFUSERS LD-8 TO BE BLANKED OFF WHERE THE CHILLED BEAMS ARE NOT PRESENT.
5. THE DIFFUSERS LD-8 TO BE INSTALLED ON THE EDGE OF THE GYPSUM BOARD CEILING,
ON THE BOARDER WITH THE LAY-IN CEILING
6. SEE DRAWING M6.2.0 FOR PIPING DETAIL.
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