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GENERAL NOTES:

1. REFER TO FLOOR PLANS,DETAILS AND
SCHEDULES FOR LOCATION OF EQUIPMENT,
ADDITIONAL VALVES AND PIPING SPECIALTIES AND
CAPACITIES/SIZES OF EQUIPMENT.

2. CONTROL DEVICES/INSTRUMENTATION SHOWN
HERE ARE MINIMUM. PROVIDE ADDITIONAL
CONTROL DEVICES AS REQUIRED TO MEET THE
SPECIFIED CONTROL SEQUENCES.

3. ALL UNITS ARE SHOWN AS SINGLE COIL

APPLICATION. REFER TO PIPING DETAILS FOR
MULTIPLE COIL APPLICATION.

PLAN NOTES:

<1> FIRE ALARM SYSTEM CONTRACTOR TO PROVIDE

ADDRESSABLE RELAY FROM FIRE ALARM SYSTEM
TO SHUTDOWN FANS CLOSE SMOKE DAMPERS AND
ALARM BAS ON DETECTION OF SMOKE.

<2> REFER TO PLAN DRAWINGS FOR QUANTITIES AND
LOCATIONS OF SENSORS.

<3> HUMIDIFIER DISTRIBUTION TO BE SPLIT INTO 1/3 -
2/3 ARRANGEMENT.
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