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MECHANICAL PENTHOUSE

GENERAL NOTES:

1. REFER TO FLOOR PLANS,DETAILS AND
SCHEDULES FOR LOCATION OF EQUIPMENT,
ADDITIONAL VALVES AND PIPING SPECIALTIES AND
CAPACITIES/SIZES OF EQUIPMENT.

2. CONTROL DEVICES/INSTRUMENTATION SHOWN
HERE ARE MINIMUM. PROVIDE ADDITIONAL
CONTROL DEVICES AS REQUIRED TO MEET THE
SPECIFIED CONTROL SEQUENCES.
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SMITHGROUP

architecture engineering interiors planning

SMITHGROUP, INC
35 EAST WACKER
SUITE 2200
CHICAGO, IL 60601
T 312.641.0770

F 312.641.6728
www.smithgroup.com

landscape architecture
planning

urban design

civil engineering
environmental science

JJR, LLC

35 EAST WACKER DRIVE
SUITE 2200

CHICAGO, ILLINOIS 60601
312.641.0510 T
312.641.0668 F

WWW jjr-us.com

A:I Affiliated
== B Engineers-

Affiliated Engineers, Inc.

5802 Research Park Boulevard
Madison, Wisconsin 53719

Tel 608.238.2616 Fax 608.238.2614

Thornton Tomasetti
Thornton Tomasetti, Inc.

330 N. Wabash Avenue, Suite 1500
Chicago IL 60611-7622

T 312.596.2000 F 312.596.2001

TEIRIRA

ENGINEERING LTD.

225 West Ohio Street, 4th Floor
Chicago, lllinois 60654
T:(312)467-0123 F:(312) 467-0220
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