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Electrical Motor Schedule

Mark Voltage Phase H.P. Amp. Panel Circuits Brkr. A/P (Conduit) - Wire Starter Size/Type
Disc. Sw.
Amp/Fuse Remarks

AC-1A 460 V 3 20 27 1N-PH3 19,21,23 70/3 (3/4"C) - 3 #10, 1 #10 GND. VFD By M.C. 60/35
AC-1B 460 V 3 20 27 1N-PH3 14,16,18 70/3 (3/4"C) - 3 #10, 1 #10 GND. VFD By M.C. 60/35
AD-1 120 V 1 1/3 7.2 1N-PL14 28 20/1 (3/4"C) - 2 #12, 1 #12 GND. - - Motor Rated Toggle Switch
AD-2 120 V 1 1/3 7.2 1N-PL14 27 20/1 (3/4"C) - 2 #12, 1 #12 GND. - - Motor Rated Toggle Switch

CHP-1 460 V 3 30 40 PS-DH1 13 90/3 (1"C) - 3 #6, 1 #8 GND. VFD By M.C. 100/50
CHP-2 460 V 3 30 40 PS-DH1 14 90/3 (1"C) - 3 #6, 1 #8 GND. VFD By M.C. 100/50
CHP-3 460 V 3 10 14 PS-DH1 15 40/3 (3/4"C) - 3 #12, 1 #12 GND. VFD By M.C. 30/17.5
CHP-4 460 V 3 10 14 PS-DH1 16 40/3 (3/4"C) - 3 #12, 1 #12 GND. VFD By M.C. 30/17.5

CUH-179 120 V 1 (2) 1/20 4.4 1N-PL24 4 15/1 (3/4"C) - 2 #12, 1 #12 GND. - - Motor Rated Toggle Switch
CUH-179B 120 V 1 (2) 1/20 4.4 1N-PL24 12 15/1 (3/4"C) - 2 #12, 1 #12 GND. - - Motor Rated Toggle Switch
CUH-C105 120 V 1 (2) 1/20 4.4 1N-PL24 10 15/1 (3/4"C) - 2 #12, 1 #12 GND. - - Motor Rated Toggle Switch

EF-1 460 V 3 (4) 7 1/2 40 PS-DH1 1 90/3 (3/4"C) - 3 #6, 1 #8 GND. VFD By M.C. 100/50
EF-2 460 V 3 (4) 7 1/2 40 PS-DH1 2 90/3 (3/4"C) - 3 #6, 1 #8 GND. VFD By M.C. 100/50
EF-3 460 V 3 15 21 PS-DH1 3 50/3 (3/4"C) - 3 #10, 1 #10 GND. VFD By M.C. 60/30
EF-4 460 V 3 15 21 PS-DH1 4 50/3 (3/4"C) - 3 #10, 1 #10 GND. VFD By M.C. 60/30
EF-5 460 V 3 3 4.8 PS-DH1 5 15/3 (3/4"C) - 3 #12, 1 #12 GND. VFD By M.C. 30/6
EF-6 460 V 3 1/2 1.1 PS-DH1 6 15/3 (3/4"C) - 3 #12, 1 #12 GND. VFD By M.C. 30/1.4
ELEV 460 V 3 30 40 1N-PH4 41,43,45 90/3 (1"C) - 3 #6, 1 #8 GND. - 100/50

FCU-0114A 460 V 3 1 1/2 3.0 1N-PH3 1,3,5 15/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/4
FCU-0114B 460 V 3 1 1/2 3.0 1N-PH3 2,4,6 15/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/4
FCU-0115 460 V 3 3/4 1.6 1N-PH3 57,59,61 15/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/2
FCU-0119 460 V 3 3/4 1.6 1N-PH3 58,60,62 15/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/2
FCU-0170 460 V 3 3/4 1.6 1N-PH4 2,4,6 15/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/2
FCU-178B 460 V 3 3/4 1.6 1N-PH4 5,7,9 15/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/2
FCU-185 460 V 3 3/4 1.6 1N-PH3 26,28,30 15/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/2
FCU-186 460 V 3 3/4 1.6 1N-PH3 7,9,11 15/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/2
FCU-187 460 V 3 3/4 1.6 1N-PH3 31,33,35 15/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/2
FCU-191 460 V 3 3/4 1.6 1N-PH4 8,10,12 15/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/2

FCU-C100 460 V 3 3/4 1.6 1N-PH3 32,34,36 15/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/2
FCU-C101A 460 V 3 1 1/2 3.0 1N-PH3 37,39,41 15/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/4
FCU-C101B 460 V 3 1 1/2 3.0 1N-PH3 38,40,42 15/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/4
FCU-C101C 460 V 3 1 1/2 3.0 1N-PH3 43,45,47 15/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/4
FCU-C101D 460 V 3 1 2.1 1N-PH4 14,16,18 15/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/2.8
FCU-C101E 460 V 3 1 2.1 1N-PH4 11,13,15 15/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/2.8
FCU-C101F 460 V 3 1 2.1 1N-PH4 20,22,24 15/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/2.8
FCU-C102 460 V 3 1 1/2 3.0 1N-PH3 44,46,48 15/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/4
FCU-C105 460 V 3 1 2.1 1N-PH4 26,28,30 15/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/2.8
FCU-L001A 460 V 3 1 2.1 1N-PH4 23,25,27 15/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/2.8
FCU-L001B 460 V 3 1 2.1 1N-PH4 32,34,36 15/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/2.8
FCU-L002A 460 V 3 1 2.1 1N-PH3 49,51,53 15/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/2.8
FCU-L002B 460 V 3 1 2.1 1N-PH3 50,52,54 15/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/2.8
FCU-L002C 460 V 3 3/4 1.6 1N-PH2 11,13,15 15/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/2

H-1A 460 V 3 72 kW 87 1N-DH1 7 125/3 (1-1/2"C) - 3 #1, 1 #6 GND. - 200/125
H-1B 460 V 3 96 kW 116 1N-DH1 8 175/3 (2"C) - 3 #2/0, 1 #6 GND. - 200/175
H-2A 460 V 3 72 kW 87 1N-DH1 9 125/3 (1-1/2"C) - 3 #1, 1 #6 GND. - 200/125
H-2B 460 V 3 96 kW 116 1N-DH1 10 175/3 (2"C) - 3 #2/0, 1 #6 GND. - 200/175

HRW-1 460 V 3 2 3.4 1N-DH1 11 15/3 (3/4"C) - 3 #12, 1 #12 GND. VFD By M.C. 30/4.5
HRW-2 460 V 3 2 3.4 1N-DH1 12 15/3 (3/4"C) - 3 #12, 1 #12 GND. VFD By M.C. 30/4.5
HWP-1 460 V 3 25 34 PS-DH1 20 80/3 (3/4"C) - 3 #8, 1 #8 GND. VFD By M.C. 60/45
HWP-2 460 V 3 25 34 PS-DH1 21 80/3 (3/4"C) - 3 #8, 1 #8 GND. VFD By M.C. 60/45
HWP-3 460 V 3 10 14 PS-DH1 9 40/3 (3/4"C) - 3 #12, 1 #12 GND. VFD By M.C. 30/17.5
HWP-4 460 V 3 10 14 PS-DH1 10 40/3 (3/4"C) - 3 #12, 1 #12 GND. VFD By M.C. 30/17.5
HWP-5 460 V 3 7 1/2 11 PS-DH1 11 30/3 (3/4"C) - 3 #12, 1 #12 GND. VFD By M.C. 30/15
HWP-6 460 V 3 7 1/2 11 PS-DH1 12 30/3 (3/4"C) - 3 #12, 1 #12 GND. VFD By M.C. 30/15
LS-1 460 V 3 4 6.2 PS-DH1 19 20/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/10
LS-2 460 V 3 4 6.2 PS-DH1 18 20/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/10
OD-1 120 V 1 1/3 7.2 1N-PL11 1 20/1 (3/4"C) - 2 #12, 1 #12 GND. - - Motor Rated Toggle Switch
PP-1 120 V 1 1/3 7.2 1S-PL6 15 20/1 (3/4"C) - 2 #12, 1 #12 GND. - - Motor Rated Toggle Switch
PP-2 460 V 3 3/4 1.6 PS-DH1 38 15/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/2
PP-3 460 V 3 2 3.4 1N-PH3 20,22,24 15/3 (3/4"C) - 3 #12, 1 #12 GND. FVNR Size 1 30/4.5
PP-4 460 V 3 2 3.4 1N-PH3 25,27,29 15/3 (3/4"C) - 3 #12, 1 #12 GND. FVNR Size 1 30/4.5

SF-1A/B 460 V 3 (4) 20 90 PS-DH1 7 175/3 (2"C) - 3 #2/0, 1 #6 GND. VFD By M.C. 200/175
SF-2A/B 460 V 3 (4) 20 90 PS-DH1 8 175/3 (2"C) - 3 #2/0, 1 #6 GND. VFD By M.C. 200/175

SP-3 120 V 1 1/3 7.2 1S-PL6 13 20/1 (3/4"C) - 2 #12, 1 #12 GND. - - Motor Rated Toggle Switch (GFI)
SP-4 120 V 1 1/3 7.2 1S-PL6 14 20/1 (3/4"C) - 2 #12, 1 #12 GND. - - Motor Rated Toggle Switch (GFI)

UH-160A 120 V 1 1/2 9.8 1N-PL11 20 25/1 (3/4"C) - 2 #12, 1 #12 GND. - - Motor Rated Toggle Switch
UH-160B 120 V 1 1/2 9.8 1N-PL11 21 25/1 (3/4"C) - 2 #12, 1 #12 GND. - - Motor Rated Toggle Switch
UH-200A 120 V 1 1/3 7.2 1N-PL24 13 20/1 (3/4"C) - 2 #12, 1 #12 GND. - - Motor Rated Toggle Switch
UH-200B 120 V 1 1/3 7.2 1N-PL14 26 20/1 (3/4"C) - 2 #12, 1 #12 GND. - - Motor Rated Toggle Switch

VP-1A 460 V 3 5 7.6 1N-PH3 8,10,12 20/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/10
VP-1B 460 V 3 5 7.6 1N-PH3 13,15,17 20/3 (3/4"C) - 3 #12, 1 #12 GND. - 30/10
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