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GENERAL NOTES

TYPICALLY PROVIDE CORRIDOR DUPLEX
RECEPTACLES AT 40' O.C. UTILIZING #10 WIRE.

1.

REFER TO MOTOR SCHEDULE SHEETS P7.0.0 AND
MP7.0.5 FOR MOTOR CONNECTION REQUIREMENTS
AND MECHANICAL/PIPING FOR LOCATIONS.

2.

TYPICALLY VFDs ARE FURNISHED BY MC AND SHOWN
FOR REFERENCE ONLY.

3.

REFER TO ELECTRICAL MOTOR SCHEDULE E7.0.9
FOR ELECTRICAL CIRCUITING REQUIREMENTS OF
ALL MOTORS.
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REFER TO ONE-LINE DIAGRAM SHEET EP5.0.0 SERIES
FOR PANELBOARD FEEDERS.

5.
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