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Plot Date;

Control Unit Annunciation

Notification

Required for Fire Safety Control

System Outputs
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A B C E F G H I J K L M N (0] P Q R S T u Y w
Manual Pull Station 1 X X X X X X X X X 1
2 2
Smoke Detector General 3 X X X X X X X X X 3
Smoke Detector at Door Hold Opens 4 X X X X X X X X X 4
Smoke Detector Elev. Lobby Primary Floor 5 X X X X X X X X X X 5
Smoke Detector Elev. Lobby All other Floors 6 X X X X X X X X X X 6
Smoke Detector in Elev. Machine Room 7 X X X X X X X X X X 7
Smoke Detector in Hoistway 8 X X X X X X X X X X 8
9 9
Heat Detector General 10 X X X X X X X X X 10
Heat Detector in Elev. Machine Room 11 X X X X X X X X X X 11
Heat Detector in Hoistway 12 X X X X X 12
13 13
Duct Mounted Smoke Detectors At Fire/Smoke Dampers 14 X X X X X X X X 14
AHU/RF Duct Mounted Smoke Detector 15 X X X X X X X X 15
Fire Protection Preaction Panel 16 X X X X X X X 16
17 17
Post Indicator Valve Switch 18 X X X X 18
Sprinkler Main Waterflow 19 X X X X X X X X X X 19
Sprinkler Atrium Waterflow 20 X X X X X X X X X 20
Sprinkler Tamper Switch 21 X X X X 21
22 22
Fire Alarm AC Power Failure 23 X X X X X X 23
Fire Alarm Low Battery 24 X X X X 24
Open Circuit 25 X X X X 25
Ground Fault 26 X X X X 26
27 27
Elevator Shunt Trip Monitor 28 X X X 28
29 29
A B C E F G H I J K L M N o] P Q R S T u \Y, w
SCALE: NONE
ROOF
;
A CLG A CLG A CLG
3
LEVEL 2
3
FIRE
PROTECTION
EXISTING CLG CLG CLG PREACTION
FACP FACP PANEL
FNACP
FAC BY FIRE PROTECTION CONTRACTOR
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GENERAL NOTE:

1.  WIRING SHALL BE IN ACCORD WITH MANUFACTURES
REQUIREMENTS.

FIRE ALARM ONE-LINE DIAGRAM

SCALE: NONE
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SMITHGROUP, INC
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T 312.641.0770
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Affiliated Engineers, Inc.

5802 Research Park Boulevard
Madison, Wisconsin 53719

Tel 608.238.2616 Fax 608.238.2614

Thornton Tomasetti
Thornton Tomasetti, Inc.

330 N. Wabash Avenue, Suite 1500
Chicago IL 60611-7622

T 312.596.2000 F 312.596.2001

TERRA
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T:(312)467-0123 F:(312) 467-0220
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